EXAMPLE
FIRE ALARM
OPERATIONAL MATRIX

FIRE ALARM SYSTEM OPERATIONAL MATRIX
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SMOKE_QETECTOR X X X ;
MANUAL PULL STATICN X ¥ X :
WATER FLOW hS X
TAMPER SWITCH X X% .
FLEVATOR LOBBY FLR1,274~6 SMOKE DET X
HEAT DETECTOR X X X X
ELEVATOR LOBBY FLR 3 SMOKE DET X % X X
HEAT DFTFCTOR N ELEVATOR MACHINE ROOM ¥ X X
SMOKE DETECTOR IN ELEVATOR MACHINE ROOMY X X % ¥ ¥
SYSTEM TROUVBLE _ X X
SHORNS AND STROBES CNLY ACTIVATE IN ZONE OF ALARM
JONE 1 = BAY 1 & 2, FLOOR 1 — 6
ZONE 2 = BAY 3, 4 & 5, FLOOR 1 - 6
JONE 3 = RAY 7 & & FLOOR 1 ~ B
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